HR250 HEAT RECOVERY VENTILATION UNIT

Installation and Maintenance Instructions

Cupboard or void mounting wholehouse heat recovery ventilation unit and transformer for continuous use in dwellings.

Part No. 14125010

* Wholehouse ventilation unit with heat recovery
* Easy to install
* Energy saving
* Trickle and/or boost ventilation modes
* Extremely quiet trickle ventilation mode
* Meets Building Regulations requirements

220–240V/1/50Hz 190W

PLEASE LEAVE THESE INSTRUCTIONS WITH THE END USER
INSTALLATION AND MAINTENANCE INSTRUCTIONS

Read the following instructions fully in conjunction with the illustrations before commencing installation.

PRODUCT DESCRIPTION

The HR250 is a wholehouse ventilation appliance having twin centrifugal motor/impellers which provide balanced supply and extract ventilation with up to 70% heat recovery from the stale extracted air. Separation of the exhaust and intake airflows is maintained throughout the unit. In conjunction with a 150VA transformer (Part No. 563538) the unit has the facility to match the performance to the size of the dwelling.

The ventilation unit is suitable for vertical or horizontal mounting in cupboards or roof voids. It is designed for connection to 100mm diameter rigid or flexible ducting extracting from kitchens, utility rooms, bathrooms and toilets and supplying to halls, living rooms and bedrooms.

The electrical power consumption of the ventilation unit when operating at the highest/boost speed is 190 watts.

The ventilation units motors are fitted with thermal overload protection, which in the event of a fault causing either of the two motors to overheat will cut off the electrical supply to the faulty motor.

The optional transformer (Part No. 563538), incorporates electrical connections for operating the ventilation unit at any of six speeds, thereby providing the means for trickle and boost operation together with matching the performance of the unit to the size of the dwelling.

The ventilation unit when used with the 150VA transformer may be connected through a Vent-Axia Ecotronic Humidistat (Part No. 563532) or Ambient Response Humidistat (Part No. 563550) which will automatically switch the ventilation unit from trickle to boost ventilation when the relative humidity in the vicinity of the humidistat exceeds a preset adjustable level.

IMPORTANT POINTS TO NOTE

1. ENSURE THE MAINS ELECTRICAL SUPPLY IS SWITCHED OFF BEFORE COMMENCING INSTALLATION, MAINTENANCE OR SERVICING.

2. ALL SAFETY REGULATIONS AND REQUIREMENTS MUST BE STRICTLY FOLLOWED TO PREVENT HAZARDS TO LIFE AND PROPERTY BOTH DURING AND AFTER INSTALLATION AND DURING ANY SUBSEQUENT MAINTENANCE OR SERVICING.

3. THIS APPLIANCE IS INTENDED FOR PERMANENT CONNECTION TO THE MAINS ELECTRICAL SUPPLY FIXED WIRING AND MUST BE INSTALLED BY A SUITABLY QUALIFIED PERSON.

4. THIS APPLIANCE MUST BE SITED AND CONNECTED IN ACCORDANCE WITH CURRENT UK BUILDING AND IEE WIRING REGULATIONS (BS 7671) OR THE APPROPRIATE NATIONAL REGULATIONS AND/OR STANDARDS IN YOUR COUNTRY.
5. Wiring to the appliance in the UK must be via a fused and switched connection unit incorporating a double pole switch with 3mm contact separation and conforming to BS 5733 or BS 1363 Part 4. A 3 amp fuse should be fitted to the unit, which must be located outside of a room containing a fixed bath or shower.

6. Warning: This appliance is Class I and it must therefore be earthed.

7. Check the rating label on the appliance to ensure that the mains electrical supply is compatible with the appliance, which is rated at 220–240V 50Hz AC.

8. This appliance must be sited away from any source of water and out of reach of any person using a fixed bath or shower.

9. In situations where moisture is present in the air, the appliance must be connected to a drainage system.

10. If the appliance is situated in an unheated roof void, or similar location, it should be insulated together with its associated ducting.

11. The appliance must be sited away from direct sources of heat in excess of 40°C.

12. Do not site an associated internal extract grille in the vicinity of excessive levels of airborne oil or grease.

13. Site the appliance and arrange its associated ducting to provide a balanced circulation of air.

14. If an extract grille associated with this appliance is sited in a room containing a fuel burning appliance the installer must ensure that air replacement is adequate for both appliances.

15. The external grilles associated with this appliance must be sited at least 600mm away from the flue of a fuel burning appliance.

16. The L terminal on the optional 150VA transformer output side provides for full speed boost ventilation from the fan unit while terminals L1, L2, L3, L4 and L5 provide for 5 lower speed continuous trickle ventilation options. The fan connections to these terminals must be via suitable switching arrangements, similar to those shown in Figs. 4.1, 4.2 and 4.3.

Fitting the ventilation unit (see Fig.3)

1. Remove the ventilation unit, mounting channel and fixing pack from the packaging.

2. After noting the positions of the electrical connector, duct spigots and drainage connector on the ventilation unit (See Fig. 1) select a suitable installation site. Note that the drainage connector must be to the bottom of the unit irrespective of horizontal or vertical mounting. The site selected must allow sufficient space around the unit for the removal of the access panel, heat exchanger and ducts for maintenance and servicing purposes.
3. If appropriate, provide a mains electrical supply and drainage system in the vicinity of the installation site.

4. Fix the mounting channel to the mounting surface using, if appropriate, the fixing screws and wall plugs supplied in the fixing pack.

5. Take the ventilation unit and cut off the closed ends of those duct spigots which are to be connected to the duct system (see Fig. 1). Ensure no cutting debris either falls into or remains in the unit as this could damage the balanced impellers and cause excessive noise and vibration.

6. Locate the mounting rib, which projects from the housing, in the mounting channel and fix the unit to the mounting surface using, the long screw and washer and, if appropriate, the wall plug supplied in the fixing pack. The screw passes through the slot in the lug projecting from the end of the housing in the vicinity of the duct spigots.

7. Connect the drain to the drainage system using appropriate pvc pipe work joined with pvc cement to form watertight joints.

8. Install suitable internal and external air grilles and connect them to the ventilation unit using suitable 100mm diameter flexible or rigid ducting and ducting components. If flexible ducting is used it should be fully stretched in order to obtain the best performance.

FITTING THE OPTIONAL 150VA TRANSFORMER AND CONTROL SWITCH (SEE FIG.3)

1. Remove the transformer from the packaging.

2. Unscrew the two cover retaining screws and remove the cover.

3. Offer the base assembly to the mounting surface and mark the fixing hole positions on the mounting surface.

4. Fix the base assembly to the mounting surface using suitable woodscrews and, if appropriate, wall plugs.

5. Install a suitable manual or automatic control switch in accordance with the instructions supplied with it. For wiring arrangements associated with this see Fig. 4.

WIRING THE VENTILATION UNIT, TRANSFORMER AND CONTROL SWITCH (SEE FIG.4)

1. Ensure the mains electrical supply is switched off.

2. Cut to length, strip and connect suitable cables between the ventilation unit, transformer and control switch in accordance with the wiring arrangements shown in Fig. 4. For circuits incorporating the 150VA Transformer (563538) note that 5 trickle and 5 boost speed options can be obtained by selecting different transformer output voltages. This is done by connecting the 'TRICKLE' wire to any one of the L1(80V), L2(100V), L3(120V), L4(140V) or L5(160V) terminals and the 'BOOST' wire to any one of the L2(100V), L3 (120V), L4(140V), L5(160V) or L(240V) terminals with a higher voltage than the terminal selected for the 'TRICKLE' wire. Note that the circuit must include change over switching arrangements similar to those shown in Figs. 4.1, 4.2 and 4.3 in order to avoid simultaneously energising two transformer
windings. Failure to observe this instruction will result in damaging the transformer.

3. When using surface wiring which is not contained in conduit anchor the cables to the mounting surface along their length and particularly adjacent to the connection unit, transformer and control switch.

4. The detachable flexible lead from the ventilation unit must be clamped at the transformer or control switch, whichever is appropriate. For this purpose an M20 plastic bushing incorporating a cable clamp is supplied loose with the transformer.

5. Replace the transformer cover and tighten the retaining screws while ensuring no wiring is trapped between the base and cover.

6. Locate the control switch on its mounting box and tighten its retaining screws.

7. Switch on the mains electrical supply and check for satisfactory operation of the ventilation unit and duct system.

CLEANING INSTRUCTIONS

Apart from removing odours, providing fresh air and recovering heat, this appliance extracts airborne impurities such as dust, dirt and grease. These gradually build up and detract from the efficiency of the unit. Therefore, to ensure peak performance, the appliance should be cleaned regularly at intervals determined by the level of contamination experienced and according to the procedure listed below:

1. Switch off the mains electrical supply to the appliance.

2. Remove the access panel after unscrewing the four captive retaining screws.

3. Withdraw the heat exchanger.

4. Wash the heat exchanger in warm water using a mild detergent and subsequently dry it thoroughly. Clean the inside of the unit with a vacuum cleaner if necessary. N.B. Keep water away from all electrical components and wiring inside and outside the appliance and also take care not to damage the fan impellers; which are balanced to prevent vibration.

5. Replace the heat exchanger.

6. Replace the access panel and tighten the captive retaining screws.

7. Switch on the mains electrical supply and check for satisfactory operation.
FIG 1. DIMENSIONS
FIG 1.1 VENTILATION UNIT

FIG 1.2 150VA TRANSFORMER (Part No. 563538)
FIG 2. AIRFLOW

PREWARMED FRESH AIR SUPPLY
WARM STALE AIR EXTRACTION
COOL FRESH AIR INTAKE
COOL STALE AIR EXHAUST

TO HALLS, LIVING ROOMS AND BEDROOMS
FROM KITCHENS, BATHROOMS, UTILITY ROOMS AND TOILETS
FROM OUTSIDE
TO OUTSIDE

AS THE HEAT RECOVERY VENTILATION UNIT IS SYMMETRICAL ABOUT THE (€) THE AIR CONNECTIONS MAY BE REVERSED, PROVIDED THE DRAIN CONNECTION IS ALSO REVERSED (i.e. DRAIN MUST BE IN EXTRACT AIRFLOW)
FIG 3. INSTALLATION DETAILS
FIG 3.1 HEAT RECOVERY VENTILATION UNIT

FIG 3.2 150VA TRANSFORMER (Part No. 563538)
FIG 4.1 CONTINUOUS TRICKLE OR BOOST VENTILATION.
FIG 4.2 CONTINUOUS TRICKLE VENTILATION WITH HUMIDITY ACTIVATED FULL SPEED BOOST VENTILATION - SINGLE HUMIDITY SENSOR.
FIG 4.3 CONTINUOUS TRICKLE VENTILATION WITH HUMIDITY ACTIVATED FULL SPEED BOOST VENTILATION – MULTIPLE HUMIDITY SENSORS.
VENT-AXIA SALES CENTRES

SCOTLAND 12 Lambhill Quadrant, Scotland Street Trading Estate, Kinning Park, Glasgow G41 1SB. Telephone: 0141 429 1166 Fax: 0141 429 6616.

NORTH WEST Unit 2 Caledonia Way, Stretford Motorway Est. Barton Dock Road, Manchester M32 0ZH. Telephone: 0161 865 8421 Fax: 0161 865 0098.

NORTH EAST Tel: 0113 245 2985 Fax: 0113 242 4430.

MIDLANDS Telephone: 0121 783 8601 Fax: 0121 784 7506.

SOUTH WEST 1340 Aztec West, Almondsbury, Bristol BS12 4RX Telephone: 01454 612000 Fax: 01454 612020.

SOUTH EAST Newton Road, Crawley, West Sussex RH10 2JA. Telephone: 01293 530202 Fax: 01293 565169.

EASTERN Newton Road, Crawley, West Sussex RH10 2JA. Telephone: 01293 530202 Fax: 01293 565169.

LONDON Newton Road, Crawley, West Sussex RH10 2JA. Telephone: 0181 549 2271 Fax: 01293 565169.

NORTHERN IRELAND 11 Sydenham Road, Belfast BT3 9DH. Telephone: 01232 455528 Fax: 01232 452529.

REPUBLIC OF IRELAND Vent-Axia Ventilation Ltd. 921 Western Industrial Estate, Naas Road, Dublin 12. Telephone: 01 450 4133 Fax: 01 450 4570.

Internet site at: www.vent-axia.com email: info@vent-axia.com

The Vent-Axia Guarantee

Applicable only to products installed and used in the United Kingdom. For details of guarantee outside the United Kingdom contact your local supplier.

Vent-Axia guarantees its products for one year from the date of purchase against faulty material or workmanship. In the event of any part being found to be defective, the product will be repaired, or at the Company’s option replaced, without charge, provided that the product:

1) has been installed and used in accordance with the instructions given with each unit.
2) has not been connected to an unsuitable electricity supply. (The correct electricity supply voltage is shown on the product rating label attached to the unit.)
3) has not been subjected to misuse, neglect or damage.
4) has not been modified or repaired by any person not authorised by the company.

IF CLAIMING UNDER TERMS OF GUARANTEE

Please return the complete product, carriage paid to your original supplier or nearest Vent-Axia Centre, by post or personal visit. Please ensure that it is adequately packed and accompanied by a letter clearly marked ‘Guarantee Claim’ stating the nature of the fault and providing evidence of date and source of purchase.

The guarantee is offered to you as an extra benefit, and does not affect your legal rights.

As part of the policy of continuous product improvement Vent-Axia reserves the right to alter specifications without notice.

Vent-Axia

Head Office: Fleming Way, Crawley, West Sussex RH10 2NN Tel: 01293 526062 Fax: 01293 551188

Printed by Jet Printing, Crawley

48953 J

Recycled paper